UH-976. FAN SWITCH BRACKET INSTALLATION

THE 697 FAN CONTROL MAY RECYCLE (OFF AND ON) IN AREAS 55° OR LOWER,

w

REMOVE ACCESS DOOR
REMOVE (2) SCREWS SECURING FAN SWITCH

T0 CORRECT RECYCLING, INSTALL FAN SWITCH BRACKET AS SHOWN,

AT THE FRONT OF THE UNIT HEATER SLIDE FAN SWICTH BRACKET IN BETWEEN HEAT EXCHANGER

AND SIDE PLATE WITH OPEN SIDE DOWN.

INSTALL (2) FAN SWITCH SCREWS THROUGH FAN SWITCH. SIDE PLATE AND FAN SWITCH BRACKET

REINSTALL ACCESS DOOR
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